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Introduction

Implementing disaster response for critical infrastructures is difficult due to their size and complexity. Indeed, developing an effective response plan requires the identification of the associated infrastructure interdependencies. This can be accomplished using simulators to model interactions and assess infrastructure behavior in disaster scenarios.

Interdependency simulators support emergency decision making by modeling system interactions to determine resource requirements and distribution. Consider, for example, a situation where energy is supplied to an electrical load. The system is limited by the maximum current level of the corresponding electrical feeder and cannot exceed a physical threshold. An interdependency simulator can model the physical characteristics to evaluate the impact at the system level under varying conditions. By simulating each physical system independently (e.g., power grids, telecommunications networks, water distribution and transportation systems), the impact of potential disaster scenarios can be evaluated and response plans developed accordingly.

In earlier work [START_REF] Marti | Inter-system software adapter for decision support by interfacing disaster response platforms and simulation platforms[END_REF], we proposed the adoption of the Disaster Response Network Enabled Platform (DR-NEP), a universal simulation network that integrates heterogeneous user interfaces and software. By linking the Infrastructure Interdependencies Simulator (I2Sim) [START_REF] Marti | I2Sim modeling and simulation framework for scenario development, training and real-time decision support of multiple interdependent critical infrastructures during large emergencies[END_REF] with a power grid simulator, DR-NEP enables the validation of resource allocation in the electrical domain. I2Sim is an event-driven, time-domain simulator that models resource flow among different infrastructures to determine how the output of one infrastructure is affected by its physical properties and the availability of input resources. The power grid simulator uses a web-service-based distributed simulation platform (WebSimP) and simulates the electrical infrastructure at the functional level.

This paper focuses on the additional resource allocation for a supervisory control and data acquisition (SCADA) communications infrastructure. This is accomplished using a telecommunications simulator along with WebSimP. The approach is demonstrated using a scenario modeled with I2Sim, which involves a power grid and an associated SCADA network that serves a hospital and other loads in a disaster area. The results demonstrate the utility of the interdependency simulator and provide an avenue for future work in disaster preparedness.

Related Work

Following Hurricane Katrina, researchers and government agencies began focusing on decision support frameworks to assist emergency planners in visualizing the real-time cascading effects of multiple infrastructure failures in the event of a natural disaster [START_REF] Dudenhoeffer | CIMS: A framework for infrastructure interdependency modeling and analysis[END_REF][START_REF]CIPR/sim: A comprehensive, real-time critical infrastructure modeling technology[END_REF]. Such frameworks include disaster support systems that optimize decision making during time-sensitive situations [START_REF] Brown | Optimizing disaster relief: Real-time operational and tactical decision support[END_REF][START_REF] Fiedrich | Optimized resource allocation for emergency response after earthquake disasters[END_REF][START_REF] Sheu | A novel model for quick response to disaster relief distribution[END_REF]. However, existing disaster support systems do not take into account the important effects of infrastructure interdependencies. Indeed, as disaster responders face increasingly difficult decisions due to the growing size and complexity of critical infrastructures, simulators are needed to evaluate the impact of interdependent systems.

Researchers have adopted a variety of techniques (e.g., agent-based systems, input-output inoperability, system reliability theory, nonlinear dynamics and graph theory) to model different types of interdependency phenomena [START_REF] De Porcellinis | Modeling critical infrastructure via a mixed holistic reductionistic approach[END_REF][START_REF] Rinaldi | Identifying, understanding and analyzing critical infrastructure interdependencies[END_REF]. Rinaldi, et al. [START_REF] Rinaldi | Identifying, understanding and analyzing critical infrastructure interdependencies[END_REF] have demonstrated that it is possible to distinguish physical, social, logical, geographical and cyber interdependencies. Satumitra, et al. [START_REF] Satumitra | Synthesis of modeling and simulation methods in critical infrastructure interdependency research[END_REF] have categorized the various interdependency modeling approaches. Ghorbani, et al. [START_REF] Ghorbani | The state of the art in critical infrastructure protection: A framework for convergence[END_REF] have presented a classification and comparison of agent-based interdependency modeling and simulation tools. Our work leverages I2Sim [START_REF] Marti | I2Sim modeling and simulation framework for scenario development, training and real-time decision support of multiple interdependent critical infrastructures during large emergencies[END_REF], a cell-channel model framework. I2Sim uses an integrated interdependency simulator as the underlying framework for infrastructure recovery and coordination [START_REF] Pederson | Critical Infrastructure Interdependency Modeling: A Survey of U.S. and International Research[END_REF]. Decision makers can use the framework to verify different resource allocation strategies and to simulate the effects of different event sequences. In turn, I2Sim uses domain-specific simulators to verify the feasibility of resource allocation strategies.

In our simulation, we consider scenarios that involve dependencies between an electrical power grid and a SCADA system. A proprietary network and a public telecommunications network represent a typical communications infrastructure for a SCADA system. As noted in [START_REF] Bobbio | Unavailability of critical SCADA communication links interconnecting a power grid and a telco network[END_REF], such a solution guarantees adequate performance with respect to transmission bandwidth, but it introduces a number of potential failure points that did not exist previously. Several approaches have been proposed in the literature to better understand the potential vulnerabilities and risks. As an example, the hierarchical holographic modeling approach [9] expresses a complex system at different hierarchical levels, including the physical, organizational and managerial levels. This approach has been applied to SCADA systems in order to evaluate the risk of cyber attacks on controlled critical infrastructures [START_REF] Ezell | Risks of cyber attack to water utility supervisory control and data acquisition (SCADA) systems[END_REF]. One of the most promising tools for investigating SCADA system interdependencies is the Virtual Control System Environment, a hybrid simulator that is used to analyze the effects of cyber security vulnerabilities of control systems used in the power grid [START_REF] Stamp | Cyber security analysis for the power grid using the virtual control systems environment[END_REF].

There is growing interest in modeling and simulation frameworks for investigating the dependencies existing between SCADA systems, the controlled infrastructure (e.g., oil and gas distribution networks and power grids) and the underlying telecommunications infrastructure. Bobbio, et al. [START_REF] Bobbio | Unavailability of critical SCADA communication links interconnecting a power grid and a telco network[END_REF] have proposed a general framework that shows how the power supply to customers depends on the availability of SCADA services that, in turn, depend on the availability of a communications network. Each network is expressed using by a stochastic modeling formalism that helps evaluate assumptions made about failure and recovery mechanisms.

Ciancamerla, et al. [START_REF] Ciancamerla | Discrete event simulation of QoS of a SCADA system interconnecting a power grid and a telco network[END_REF] have computed quality of service indicators for a fault isolation and system restoration procedure applied to a realistic power grid and SCADA system. The procedure detects and isolates faults in the power distribution grid and reconfigures the grid to reconnect isolated customers. This paper focuses on fault isolation and system restoration procedures for managing a damaged power grid with the objective of maintaining power to most of the critical infrastructures in the area (e.g., hospitals).

Disaster Response Planning Platform

The disaster response planning platform is intended to assist emergency responders in planning effective responses based on the interdependencies existing between a power grid and a SCADA network. The platform has three main components: (i) Disaster Response Network Enabled Platform (DR-NEP); (ii) Infrastructure Interdependency Simulator (I2Sim); and (iii) Web-Service-Based Simulation Platform (WebSimP). 

DR-NEP Architecture

DR-NEP is a web service platform that enables different simulators to communicate results to each other via a common enterprise service bus (ESB) and a database. A distributed computing architecture (Figure 1) is employed to support decision making. Every simulator is connected to DR-NEP using an adapter that listens on the ESB for instructions about running simulations, gathers inputs from the other simulators and the database and pushes results from the simulators to the database. After the simulators and adapters are configured, a controller in the ESB pushes input to the simulators at predefined intervals.

DR-NEP also offers web pages and mapping services for researchers and disaster responders to support coordination, resource flow visualization and infrastructure operability.

I2Sim

I2Sim is an event-driven, time-domain simulator that is used to model infrastructure interdependencies. I2Sim uses a cell-channel approach, which provides a multi-system representation at multiple hierarchical levels (e.g., local, municipal and provincial). The simulator assesses in real time the effects of resource allocation decisions during disasters [START_REF] Marti | I2Sim modeling and simulation framework for scenario development, training and real-time decision support of multiple interdependent critical infrastructures during large emergencies[END_REF]. The DR-NEP platform enables I2Sim to exchange inputs and outputs with other domain simulators via software adapters.

WebSimP

WebSimP enables the domain simulators that are integrated with DR-NEP to be invoked separately through web service technologies. Such a servicebased platform offers many benefits over other types of distributed computing architectures in terms of interoperability and ubiquity. As shown in Figure 1, WebSimP allows the simulation of the electrical and telecommunications domains.

Each simulation layer incorporates three software components: (i) a web service that receives operation requests to execute a particular simulation; (ii) a software adapter that implements the details of each requested operation and oversees command execution in the simulator and output data post-processing; and (iii) a simulator (e.g., discrete/continuous, deterministic/stochastic) that executes a simulation model for a certain domain.

Electrical Adapter. The electrical adapter is a software component that is responsible for invoking operations in a pre-existing model. The possible operations are: (i) network configuration (e.g., disconnecting electrical lines to simulate line damage and closing breakers to simulate load shedding actions); and (ii) constraint computation (e.g., maximum available power). The simulator determines the loads that the grid may support without damaging the infrastructure by considering physical limits on parameters such as current and voltage. The PSS Sincal [START_REF] Simtec | PSS SINCAL Platform[END_REF] electrical simulator is used; it supports network planning for power transmission and distribution networks (e.g., load flow calculations, dynamics and network protection).

Telecommunications Adapter. The telecommunications adapter is a software component that is in charge of invoking operations in a pre-existing telecommunications simulation model. The possible operations are: (i) network configuration (e.g., disconnecting telecommunications and SCADA elements to simulate damage events); (ii) constraint computation (e.g., communications bandwidth); and (iii) electrical network reconfiguration time computation (e.g., response time required to send and execute specific commands). The telecommunications simulation uses ns-2, a discrete event simulator that allows the modeling and simulation of communications protocols, routing and multicast protocols over wired and wireless networks.

Resource Allocation Process

The DR-NEP platform presents decision makers with a set of feasible options. The three simulators, I2Sim, PSS Sincal and ns-2, are used to model disaster events.

I2Sim models a disaster event at a high level and assesses the effects of resource allocation. In a disaster scenario, I2Sim maximizes the functionality of critical infrastructures (e.g., hospitals) by optimizing resource allocation. Different resources can be incorporated in I2Sim models, such as electricity, water, medicine and transportation. This paper focuses on the determination of the distribution of electricity using power grid and SCADA network (domain) simulators.

The power grid is modeled using PSS Sincal, which simulates the status of the power system during a disaster event and examines the feasibility of possible configurations. The possible configurations include the power required to supply a load, electrical equipment used, power grid limits, and control elements of the SCADA communications network.

Resource allocation begins with I2Sim suggesting the desired resource distribution required to supply a specific amount of electricity to a critical load (e.g., a hospital). Decisions are determined based on the I2Sim optimization process, which considers other resources and critical infrastructures. PSS Sincal and ns-2 simulate the possible configurations that can accommodate an I2Sim request and return a feasible configuration via the WebSimP adapter. Note that the feasible configuration may or may not satisfy the initial request made by I2Sim. If all the conditions are not satisfied, I2Sim updates its model and selects another request. PSS Sincal and ns-2 then simulate the configurations once again and return a feasible solution. The process continues iteratively to optimize the power distribution to critical infrastructures based on the power grid and SCADA network constraints.

Sample Scenario

The sample scenario involves a disaster event where the power and SCADA infrastructures place constraints on the resource allocation process. The main objective in the scenario is to maximize the operability of a hospital by providing the required electricity and water resources. The I2Sim simulates the interdependencies between the hospital and the water pumping station. PSS Sincal and ns-2 simulate the physical constraints introduced by the power and SCADA networks.

In more complex situations, the failure of a power provider would affect multiple critical infrastructures. However, for demonstration purposes, we consider a small set of infrastructure entities. Note that the DR-NEP platform can be readily extended to run a simulation scenario where multiple infrastructures concurrently depend on a single power provider. 

Infrastructure Simulation Models

This section describes the power distribution grid, SCADA system and I2Sim simulation models.

Power Distribution Grid. The power distribution grid shown in Fig-

ure 2 incorporates 165 buses, 22 circuit breakers and 46 loads. E i nodes represent the power transmission grid substations, P i nodes represent high voltage (HV) 150 kV buses, M i nodes represent the medium voltage (MV) 20 kV buses, and physical links between two buses represent electrical lines. Each substation supplies energy to different types of loads/customers: (i) public loads/ customers for the hospital, including emergency and intensive care units with very high criticality (M 11 and M 12 ) and other hospital units (M 1 , . . . , M 7 ); (ii) industrial loads/customers for a water pumping station and an industrial load (P 20 and P 24 ); and (iii) residential loads/customers for domestic users (P 12 ).

In normal conditions, hospital loads are supplied by P 13 and P 26 through intermediate nodes M i . In the event of a physical failure of P 13 , the hospital 1). SCADA System. Figure 3 shows the SCADA system that controls the power distribution grid. The SCADA system includes: (i) a main SCADA control (MSC) center that controls and supervises the power distribution grid; (ii) a disaster recovery SCADA (DRS) center that assumes control and supervision in case of MSC failure; (iii) 44 remote terminal units (RTUs) (P i nodes) located at HV substations; and (iv) nine RTUs (M i nodes) located at MV substations. RTUs receive commands through the SCADA communications network from the MSC and DRS centers to perform local actions on the power grid (e.g., closing circuit breakers). Communications between the MSC and DRS and the RTUs are modeled with ns-2 using TCP agents located at the source and destination nodes. Traffic is generated at a specified constant bit rate (CBR). Table 2 summarizes the main assumptions.

I2Sim Model. The I2Sim model provides a high-level abstraction of the physical components. The detailed topological configurations of the power and SCADA networks are modeled using the domain simulators, PSS Sincal and ns-2, respectively. In the I2Sim ontology, physical infrastructure entities are modeled as cells connected by channels that transport resources (e.g., electricity and water). In the model shown in Figure 4, eight cells are used to represent interdependent infrastructures at the disaster site, consisting of four electrical substations, a water pumping station, a hospital, residential loads and industrial loads. Note that a backup power supply, which is typically used in a hospital, can be modeled but is not included in this scenario.

The WebSimP electrical adapter and telecommunications adapter implement the mappings between the three models using the DR-NEP database. The database has three primary components: (i) models; (ii) physical entities; and (iii) ports. A model has one or more physical entities, with every physical entity having input and output ports. In our implementation, three models are defined in the database, one for each simulator. The output ports of one simulator serve as inputs to the other simulators. After the setup is complete, the port replication module implemented in DR-NEP uses these definitions and automates the process of mapping outputs to inputs at each time-step during the simulation. Note that this reduces the complexity of feeding and collecting data manually in large interconnected systems.

Simulated Scenarios

Three scenarios are simulated to illustrate the utility of the DR-NEP platform. All three scenarios involve a transformer failure in the power grid. However, two of the scenarios, Scenario 2 and Scenario 3, are more severe in that they also involve failures of SCADA network components. Scenario 1: A failure in the power grid (transformer) only. Scenario 2: A failure in the power grid (transformer) with a failure in the SCADA network (RTU). Scenario 3: A failure in the power grid (transformer) with two failures in the SCADA network (RTU and communications node).

Table 3 shows the sequence of events for the three scenarios. At time T2, failures are introduced: a transformer in Scenario 1; a transformer and an RTU in Scenario 2; and a transformer, RTU and communications node in Scenario 3. At time T3, a desired configuration of the power grid, selected by I2Sim, is sent to the domain simulators for verification. Note that the desired configuration is selected based on optimality, experience and pre-determined feasibility of the power grid and SCADA networks. The I2Sim ontology defines operability in terms of available resources in human readable tables with five levels: 100%, 75%, 50%, 25% and 0%. Note that the hospital and water pumping station require 100% power supply for full operability. However, 100% power supply may not be possible during disasters due to damage to the physical systems. In such situations, different combinations of the distributions of available resources can be deployed (e.g., 75% power supply to the hospital and 50% power supply to the water pumping station).

In the three scenarios, the distribution of electricity between the hospital and the water pumping station is determined based on the physical constraints of the power grid and SCADA networks. For example, Table 4 shows the feasible configurations for 100% power supply to the water pumping station and different power supply percentages to the hospital.

Simulation Results

Based on the five levels in the human readable tables, there are 5 × 5 = 25 possible combinations for electricity distribution between the hospital and the water pumping station. However, the failures in the power grid and SCADA networks limit the set of feasible configurations. Table 5 compares the decision spaces for the three simulated scenarios in terms of the number of feasible configurations available for each scenario. The rows represent the levels of power supplied to the hospital and the columns represent the levels of power supplied to the water pumping station. The boldface X symbols denote the feasible combinations for electricity distribution. In Scenario 1, for example, a maximum 75% power supply can be delivered to the hospital and the water pumping station. Table 6 presents the results of the resource allocation process. Note that EF denotes electrical feasibility, SF denoted SCADA feasibility, GF denotes global feasibility and Rt denotes reconfiguration time. Configuration 1 in Scenario 1 is not electrically feasible because feeder P 13 is isolated from the network by the transformer failure and the power needed to supply all the M i loads cannot be provided through feeder P 26 because of the electrical constraints (P 26 cannot exceed 9.50 MW capacity).

On the other hand, Configuration 2 in Scenario 1 has global feasibility (marked with a boldface Yes). This means that all the components of the power grid are within their physical limits and a communication path between the MSC and RTUs is available.

The time required for reconfiguring the power grid was computed by considering the physical time needed to open/close breakers plus the SCADA message round trip time (RTT). The simulated scenarios show that the RTT is negligible with respect to breaker operation. The open/close operations take 50 seconds for MV breakers and 100 seconds for HV breakers.

Conclusions

The disaster response planning simulation platform described in this paper provides decision support based on the interdependencies existing between a power grid and a SCADA system. The platform integrates a PSS Sincal power grid simulator and an ns-2 SCADA network simulator with an I2Sim infrastructure interdependency simulator using software adapters. The platform offers a powerful interactive simulation environment for disaster response planning, enabling planners to evaluate specific scenarios and select the appropriate responses. The platform also supports the use of simulation results for real-time disaster response.

Scenarios involving cascading events that arise from interdependencies existing with other infrastructures can be simulated by extending the platform architecture. This feature will be implemented in future work. The modular approach used in designing the platform supports the implementation of this feature as well as expanding the framework by adding more domain simulators and inter-system adapters.
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 1 Electricity demand for loads/customers. through P 26 . Since P 26 can supply a maximum of 9.50 MW, load shedding actions must be initiated by the SCADA system to supply the hospital loads (Table

	Physical Entity	Electricity Demand (MW)
	Hospital	13.47
	Water Pumping Station	52.50
	Industrial	9.47
	Residential	120.91
	is fed only	

Table 2 .

 2 SCADA network model assumptions.

	Link Type	Proprietary Network PSTN	Backbone
	Capacity	0.5 Mbps	0.5 Mbps	1 Mbps
	Source-	M SC -P i ,	T eX i -P j	P oP i -P oP j ,
	Destination	DRS -P i ,		P oP i -T eX j ,
	Nodes	P i -P j ,		M SC -P oP i ,
		P i -M j ,		DRS -P oP i
		M i -M j		
	Traffic Type	CBR over TCP	CBR over TCP	CBR over TCP
	Traffic Bit Rate 255 B/30 sec	255 B/30 sec	255 B/30 sec
	The SCADA communications network comprises two networks:
	The default proprietary network (DPN) connects the SCADA control
	centers to RTUs at the HV and MV substations. DPN nodes can also
	communicate with each other through the public switched telephone net-
	work (PSTN) to provide backup capabilities.	

The PSTN network models the public backup telecommunications network that connects the MSC and DRS to the HV RTUs. Two virtual private networks (VPNs) are established between the MSC and DRS via two high data rate digital subscriber line connections that employ two points of presence (PoPs), P oP 1 and P oP 2 .

Table 3 .

 3 Sequence of events for the simulated scenarios.

	No. Time Event	Effect
	1	T1	Normal operation	Hospital and water pumping sta-
				tion have full supply of electricity
				and water
	2	T2	Equipment failure is	Hospital loads lose 6.2 MW of sup-
			detected	ply
	3	T3	Feasible power grid	Hospital and water pumping sta-
			configuration is imple-	tion loads are partially supplied
			mented	
	4	T4	Affected equipment is	Full supply can be restored
			restored	
	5	T5	Normal operation con-	Hospital and water pumping sta-
			figuration is restored	tion have full supply of electricity
				and water

Table 4 .

 4 Feasible configurations for 100% power supply to the water pumping station.

	No.	Power	Feasible Configurations
		Supply	
	1	100%	Configuration 1: Breakers P10, P13 and P26 closed; Break-
			ers M1 -M12 closed
	2	75%	Configuration 2: Breaker P 13h open; Breaker P26
			closed; Breakers M1, M2, M5, M6, M11, M12 closed; Breakers
			M3, M4, M7 open
			Configuration 3:	Breaker P13 open; Breaker P26
			closed; Breakers M1, M2, M3, M5, M11, M12 closed; Breakers
			M4, M6, M7 open
			Configuration 4: Breaker P13 open; Breaker P26 closed;
			Breakers M5, M6, M7, M11, M12 closed; Breakers M1 -M4
			open
	3	50%	Configuration 5: Breaker P13 open; Breaker P26 closed;
			Breakers M1, M2, M11, M12 closed; Breakers M3 -M7 open
	4	25%	Configuration 6: Breaker P13 open; Breaker P26 closed;
			Breakers M11, M12 closed; Breakers M1 -M7 open
	5	0%	Configuration 7: Breakers P13 and P26 open

Table 5. Decision spaces for the three scenarios.