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This paper presents results of electrical tests carried out on nuclear power plant low voltage power cable samples based XLPE/CSPE polymer insulation. These cable samples have been subjected to accelerated thermal and mechanical stresses for 240, 480, 720 and 960 hours. The effect of these aging stresses has been investigated through studying the real and imaginary parts of complex permittivity over frequency range from 20 Hz to 500 kHz. These two parameters are commonly used as aging markers to assess the insulation state of such kind of cables. The results show a non-uniform trend for the real and imaginary parts of permittivity. Also, it can be noticed that after the last two cycles, the imaginary part minimum values have been shifted to lower frequencies, 200 Hz.

Introduction

The continuous operation of Nuclear Power Plants (NPPs) relies on many components. One of these components is an enormous amount of cable systems. A typical nuclear power plant may compose of 1000 to 2000 km of cables. These cables are classified as Low Voltage (LV) & Medium Voltage (MV) Power cables, Instrumentation and Control (I&C) cables, special cables and general service cables [START_REF] Mustafa | Thermal Degradation and Condition Monitoring of Low Voltage Power Cables in Nuclear Power Industry[END_REF], [START_REF] Asipuela | Electrical Condition Monitoring of Low Voltage Nuclear Power Plant Cables: tanδ and Capacitance[END_REF], [START_REF] Verrardi | Aging investigation of low-voltage cable insulation used in nuclear power plants[END_REF], [START_REF] Afia | Effect of Combined Stresses on the Electrical Properties of Low Voltage Nuclear Power Plant Cables[END_REF]. These cables provide the communication between equipment, control and safety systems which monitor these plants. The insulation of these cables is mostly based on polymeric materials such as Cross-Linked Polyethylene (XLPE), Ethylene Propylene Rubber (EPR), Ethylene Vinyl Acetate (EVA), Polyether Ether Ketone (PEEK) and Cross-Linked Polyolefin (XLPO) [START_REF] Afia | Effect of Combined Stresses on the Electrical Properties of Low Voltage Nuclear Power Plant Cables[END_REF], [START_REF] Lee | Evaluation of accelerated ageing cables used in nuclear power plant[END_REF]. Different ageing mechanisms affect the polymeric insulation of such cables, multi-stress aging [START_REF] Afia | Mechanical Stresses on Polymer Insulation Materials[END_REF], [START_REF] Mustafa | Condition Monitoring Uncertainties and Thermal -Radiation Multistress Accelerated Aging Tests for Nuclear Power Plant Cables[END_REF]. As a results, the functionality of theses cables is not ensured under the effect of these ageing mechanisms. However, the functionality of NPP cables should be guaranteed during the normal operation and during the Design Basis Event (DBE) [START_REF] Glass | Assessment of NDE for key indicators of aging cables in nuclear power plants -Interim status[END_REF], [START_REF] Seidl | Condition assesment of cable insulation systems in operating nuclear power plants[END_REF]. Multiple cable testing techniques have been widely developed for investigating the aging process of NPP cables [START_REF] Series | Benchmark Analysis for Condition Monitoring Test Techniques of Aged Low Voltage Cables in Nuclear Power Plants[END_REF]. The insulation state and role of low voltage power cables in nuclear power plants are frequently monitored through a destructive test technique. This testing technique named Elongation at Break (EaB) [START_REF] Banford | Nuclear technology and ageing[END_REF]. The advantage of this test is that, the aging can be effectively correlated but in the other hand, it requires sample scarification to be investigated and a proper laboratory is needed [START_REF] Verrardi | Aging investigation of low-voltage cable insulation used in nuclear power plants[END_REF]. For lifetime extension, the cables must undergo a non-destructive test technique where some aging markers can be measured in-situ. Recently, measuring the electrical parameters of LV NPP cables became a trend of many researchers. For instance, measuring the capacitance, loss factor, impedance, insulation resistance and complex permittivity. A significant change in the electrical parameters of LV cables has been observed with aging. This paper presents a Frequency Domain Spectroscopy (FDS) of XLPE/CSPE insulation-based LV NPP power cable samples. The samples have been subjected to a sequential thermal and mechanical stresses. The study was based on the measurement of real (𝜀 ′ ) and imaginary (𝜀 ′′ ). The real part represents the stored energy in the material when it is exposed to electric field while 𝜀 ′′ influence the energy absorption and attenuation. A high precision impedance analyser with frequency spanning from 20 Hz to 500 kHz has been used for the measurement of 𝜀 ′ and 𝜀 ′′ .

Relationship to Life Improvement

Energy makes marvelous things happen and its capacity to produce bright, radiant light makes an especially striking impression when it arrives. Electricity's introduction thus tends to be associated with progress and modernity. Electricity make big difference in many obvious places such as our homes, food, the commercial and manufacturing sectors, communication and transportation, entertainment, easier education and better health care. This makes the industry of electric power to have the large investments. Nuclear power plants are of the strategic ways to generate energy with many advantages like relatively low costs, providing a stable base load of energy and low pollution. In contrast, in case of accidents, radioactive waste possesses a threat to the environment and it is very dangerous for human beings. Because of the importance of the nuclear power plant cables, they must undergo a qualification process to ensure that these cables will do they intended functions. In addition, for lifetime extension, this qualification process has to be done in a non-destructive way since the replacement cost of these cables is not affordable. The harsh operating conditions in nuclear power plants accelerates the aging processes of cables causing failure. It is important to state the insulation state of these cables before insulation damage and this is a great challenge since there are many factors may cause this. Accelerated aging tests are required to examine the impact of different aging mechanism on insulation integrity of such kind of cables. So, in this paper, low voltage power cable samples used in nuclear power plants have been investigated to study the effect of thermal and mechanical stresses. The study based on frequency domain spectroscopy using impedance analyser over a wide frequency range. The two parts of complex permittivity, real and imaginary parts have been studied.

Experimental Work

Specimens

Low voltage (600 V) NPP power cable samples have been investigated. As shown in Figure 1, the cable comprises three parts, tin-coated copper conductor, XLPE inner insulation and CSPE outer jacket. Table 1 lists the cable specifications. 

Experimental Setup and Dielectric Measurements

Impedance analyzer has been used to measure the dielectric parameters over a range of frequency from 20 Hz to 500 kHz at 5 Vrms output voltage. Based on the measured parameters, the real and imaginary parts of the complex permittivity have been calculated using equations ( 1) and ( 2). As shown in Figure 2.b, the measurement was executed in Faraday cage to reduce the electromagnetic interferences. The test temperature was 25 o C ± 2%.

𝜀 ′ = 𝑑𝐶 𝐴𝜀 𝑜 (1) 
𝜀 ′′ = 𝑑 𝐴𝑅𝜔𝜀 𝑜 [START_REF] Asipuela | Electrical Condition Monitoring of Low Voltage Nuclear Power Plant Cables: tanδ and Capacitance[END_REF] Where A and d are the electrode area and thickness of insulation respectively. The vacuum permittivity is given as 𝜀 𝑜 (𝜀 𝑜 = 8.85419*10 -12 F/m) and ω is the angular frequency (ω = 2πf), f is the frequency expressed in Hz. R is resistance measured in ohm (Ω).

Accelerated Aging Procedure

Two aging mechanisms have been applied to all samples. 4 aging cycles, the first and third are thermal aging cycles while the second and fourth are mechanical aging cycles. The thermal aging cycles are indexed as 1T, 2T while 1M, 2M for the mechanical aging cycles. The period of each cycle is 240 hours. The thermal aging has been done by placing the samples in an oxygen-controlled oven at temperature 120 o C. After each thermal cycle and before starting the measurements, the samples left for one day at room temperature. For mechanical aging, the samples have been spiraled on a cylinder of 4.5 diameter.

Experimental Results

The behavior of the real part (𝜀 ′ ) of the complex permittivity is illustrated in Figure 2. Regardless the aging type, the 𝜀 ′ increased as the frequency stepped down. With the end of thermal cycle 1T, 𝜀 ′ has increased over the whole frequency range. After the first mechanical cycle, 1M and the second thermal cycle, 2T, a reduction in 𝜀 ′ has been observed for all frequencies. But after the second mechanical cycle, 2M, the 𝜀 ′ has increased again over frequency range from 20 Hz to 250 kHz and slightly declined at frequencies 300 and 400 kHz.

Moving to the imaginary part (𝜀 ′′ ) of the complex permittivity, the plot of 𝜀 ′′ as a function of frequency is shown in Figure 3. 𝜀 ′′ is plotted for frequencies from 200 Hz to 500 kHz as the resistance value at the frequencies below 200 Hz it greater than the maximum measuring range of the used device. As shown in Figure 3, the 𝜀 ′′ increased as the frequency increased independent of the aging type. After thermal cycle 1T, the 𝜀 ′′ has increased over frequencies ranged from 20 Hz to 250 kHz while it decreased over frequencies 300, 400 and 500 kHz. At the end of the first mechanical cycle, 1M, the 𝜀 ′′ has increased from 200 Hz to 10 kHz while it decreased for the other frequencies up to 500 kHz. Also, the 𝜀 ′′ has decreased after the second thermal cycle, 2T over the entire frequency range. After the last cycle, 2M, the 𝜀 ′′ increased over all frequencies in comparison with the second thermal cycle, 2M.

Fig. 4. Imaginary part of permittivity versus frequency

To understand the changing behavior of 𝜀 ′′ , frequencies 500 Hz, 1 kHz, 20 kHz and 50 kHz have been chosen as reference. As can be seen in Figure 4, at frequencies 500 Hz and 1 kHz, an increment in 𝜀 ′′ has been observed after the first and second aging cycles then it declined after the third cycle and raised after the fourth cycle. While at frequencies 20 kHz and 50 kHz, 𝜀 ′′ went up after cycles 1T and 2M but dropped after 1M and 2T cycles.

Discussion

Since the real part of permittivity, 𝜀 ′ is related to the polarization phenomena and as the insulating materials are polar in nature. The considerable increment in 𝜀 ′ after the first thermal cycle suggests an increase in the polarization process where chemical bonds were broken resulting in generation of dipoles and presenting micro voids between inner insulation and outer jacket which are source of space charges. The reduction in 𝜀 ′ after the mechanical cycle, 1M, due to the mechanical stress, the micro voids which have been created after the first cycle have been reduced due to the compressive nature of the mechanical stress thus the polarization has decreased. With increasing the aging period, more structural changes happened to the insulation leading to reduction in the dipoles thus 𝜀 ′ has decreased but after the second mechanical cycle, a noticeable increase in 𝜀 ′ suggest the presence of micro cracks which associated with polymer materials under mechanical stress as reported in [START_REF] Plaček | The influence of mechanical stress on cable service life-time[END_REF]. These micro cracks behave the same as the micro voids and hence add to the polarization.

The imaginary part of permittivity, 𝜀 ′ ′ is related to energy loss or insulation conductivity. The increment of 𝜀 ′ ′ after the first cycle, 1T is an indication for the Fig. 5. Behaviour of imaginary part of permittivity at 500 Hz, 1 kHz, 20 kHz and 50 kHz presence of charge carriers produced due to structural changes also the presence of micro voids which contribute to the conduction process. The increase of 𝜀 ′ ′ after the first mechanical cycle shows the presence of chemical specious which are contributing to the conduction losses in spite of the reduction in micro voids. After cycle 2T, the chemical specious adding to the conduction losses have decreased due to re-creation of new bonds and hence resulted in reduction of 𝜀 ′ ′. As mention for 𝜀 ′ after the second mechanical cycle, the space charges due to the presence of micro cracks are also added to the conduction losses.

Shifting the minimum values of 𝜀 ′ ′ to lower frequencies is plotted in Figure 6. This shows that the polar or ionic particles have decreased while it contributes the conduction process.

It should be noted that, during the manufacturing process of insulating materials, some additives are added to provide a special properties such as flame retardants, antioxidants. These additives affect the structural changes of insulating materials during aging processes. Chemical investigations such as OIT, DSC and TGA will provide a clear understanding for the effect of aging stresses [START_REF] Mustafa | Investigation of Complex Permittivity of XLPO based Photovoltaic DC Cables due to Thermal Aging[END_REF].

Conclusion

The complex permittivity of low voltage insulation based XLPE/CSPE power cables has been studied in this research. The samples have been subjected to sequential thermal and mechanical stresses for four aging cycles each spanned to 10 days. The thermal stress carried out at temperature 120 o C and the mechanical stress carried out by spiraling the samples over a cylinder with a diameter of approx. 5% higher than the cable diameter. The results reported in this work shows that the polarization and Fig. 6. Shifting the minimum values of 𝜺 ′ ′ versus the aging period conduction processes which are related to the real, 𝜀 ′ and imaginary, 𝜀 ′ ′ parts of permittivity are affected with the thermal and mechanical aging mechanisms. Both, 𝜀 ′ and 𝜀 ′ ′ have increased after the first thermal cycle and decreased after the second thermal cycle. For mechanical aging cycles, 1M and 2M, 𝜀 ′ increased after 1M and decreased after 2M while 𝜀 ′ ′ has increased after both cycles. Only after 1M, 𝜀 ′ ′ has increased over frequency range 200 Hz to 10 kHz.
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Table 1 .

 1 Cable Specifications.

	Parameter	Value
	Nominal voltage	0.6 kV
	Inner insulation	XLPE
	Insulation thickness	1.143 mm
	Jacket material	CSPE
	Jacket thickness	0.762 mm
	Continuous bending radius	38.1 mm
	Overall diameter	8.636 mm
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